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SECURITY SYSTEM SYMBOLS

CONDUIT & RACEWAYS:

MT

EXPOSED CONDUIT OR
SURFACE RACEWAY, 'R'
INDICATES RACEWAY

CONDUIT CONCEALED IN WALL
OR CEILING CONSTRUCTION

CONDUIT CONCEALED IN FLOOR
CONSTRUCTION OR UNDERGROUND

SPECIAL SYSTEM WIRING TO
CENTRAL EQUIPMENT, PANEL,
TERMINAL CABINET OR NEXT
DEVICE.

CTCCTV CACARD
ACCESS IC INTERCOM

CONDUIT UP

CONDUIT DOWN

JUNCTION BOX

GROUND

J

GENERAL NOTES:

2.

3.

4.

5.

7.

1.

6.

METHODS, MATERIALS AND PROVISIONS OF DIVISION 26 SPECIFICATIONS,
AN INTEGRAL PART OF THE BID AND CONSTRUCTION DOCUMENTS AND MUST
BE RIGIDLY ADHERED TO.

PERFORM ALL WORK IN ACCORDANCE WITH THE 2011 EDITION
OF THE NATIONAL ELECTRICAL CODE.  IN SOME CASES,
PROJECT DRAWINGS AND SPECIFICATIONS EXCEED MINIMUM
CODE REQUIREMENTS.  ELECTRICAL UTILITY WORK SHALL
COMPLY WITH THE STANDARD SERVICE REQUIREMENTS OF THE
EACH UTILITY COMPANY.

ALL WIRE AND CABLE  SHALL BE IN CONDUIT UNLESS SHOWN
OTHERWISE.  MINIMUM CONDUIT FOR COMMUNICATIONS
WIRING EXCLUDING VOICE/DATA SHALL BE 3/4" UNO.  MINIMUM
SIZE CONDUIT FOR VOICE/DATA CONDUIT SHALL BE 1".  .

ELECTRICAL METALLIC TUBING (EMT) WITH SET-SCREW COUPLINGS
AND FITTINGS MAY BE USED IN FINISHED AREAS.  EMT MAY ALSO BE
USED IN UNFINISHED AREAS WHERE PROTECTED IN COLUMN WEBS
OR UP IN JOIST SPACE.

PROVIDE RIGID GALVANIZED STEEL CONDUIT (RGSC) WHERE CONDUIT
IS SUSCEPTIBLE TO PHYSICAL DAMAGE AND IN ALL EXTERIOR
LOCATIONS ABOVE GROUND.

PROVIDE STEEL BONDING-TYPE LOCKNUTS AND INSULATED THROAT
CONNECTORS WHERE CONDUIT ENTERS PANELBOARD ENCLOSURES,
WIREWAYS, STARTERS AND SWITCH ENCLOSURES, JUNCTION BOXES
AND ALL METALLIC ENCLOSURE BOXES.  FIELD-INSTALLABLE INSERTS
WILL NOT BE ALLOWED.

SCHEDULE 40 PVC CONDUIT SHALL BE INSTALLED BELOW GRADE.
THE USE OF SCHEDULE 40 PVC ELBOWS AND CONDUIT STUB-UPS
WILL NOT BE ALLOWED.  TRANSITION BELOW GRADE PVC TO RIGID
GALVANIZED STEEL PRIOR TO STUB-UP INTO BUILDING.  PVC MAY
BE CONTINUED UP INTO EXTERIOR POLE BASES.

8.

9.

10.

11.

12.

PROVIDE INTUMESCENT FIRESEAL AT ALL SLEEVE AND CONDUIT
PENETRATIONS THROUGH FIRE RATED WALLS TO MAINTAIN RATING
OF WALLS.

SUPPORT ALL CEILING DEVICES INDEPENDENTLY OF ALL SUSPENDED
CEILINGS.

VERIFY ALL DOOR SWINGS WITH THE FINAL ARCHITECTURAL DRAWINGS
PRIOR TO ROUGHING-IN ANY SWITCH OUTLET BOXES.

OUTLETS WHICH ARE NOTED FOR A PARTICULAR PIECE OF EQUIPMENT
ARE SO NOTED IN ORDER THAT COORDINATION OF THE LOCATION OF
THE OUTLET WITH THE CONNECTING LOCATION OF THE EQUIPMENT CAN
OCCUR.  THIS COORDINATION SHALL BE INCLUDED AS PART OF THE
WORK OF DIVISION 28.

OUTLET AND JUNCTION BOXES SHALL NOT BE MOUNTED BACK-TO-BACK
IN WALLS.  ASSURE MINIMUM 24" HORIZONTAL SEPARATION IN RATED
FIRE WALLS AND 6" SEPARATION OTHERWISE.

A AMPERES
AC ABOVE CEILING
AFF ABOVE FINISHED FLOOR
AFG ABOVE FINISHED GRADE
AFR ABOVE FINISHED ROOF
AWG AMERICAN WIRE GAUGE
BC BELOW CEILING
C OR C. CONDUIT
CABB CARD ACCESS BACKBOARD
CAC CARD ACCESS CONTROLLER
CCTV CLOSED CIRCUIT TELEVISION
CLG CEILING
COMM COMMUNICATIONS
EC EMPTY CONDUIT
EMT ELECTRICAL METALLIC TUBING
EX EXISTING TO REMAIN
FACP FIRE ALARM CONTROL PANEL
FD FIRE DAMPER
FMC FLEXIBLE METALLIC CONDUIT
G GROUND OR

EQUIPMENT GROUNDING CONDUCTOR
GEC GROUNDING ELECTRODE CONDUCTOR
HP HORSEPOWER
J-BOX JUNCTION BOX
kVA KILOVOLT AMPERES
LFMC LIQUIDTIGHT FLEXIBLE METALLIC

CONDUIT
MAX. MAXIMUM
MCC MOTOR CONTROL CENTER
MH MANHOLE
MIN. MINIMUM
MLO MAIN LUG ONLY
MMF MULTIMODE FIBER
MTD MOUNTED
NC NORMALLY CLOSED
NEC NATIONAL ELECTRICAL CODE
NIC NOT IN CONTRACT

ABBREVIATIONS:

NMC NON-METALLIC CONDUIT
NO NORMALLY OPEN
NTS NOT TO SCALE
OFOP OPTICAL FIBER OUTSIDE PLANT
OFR OPTICAL FIBER RISER
P POLE
PB PULLBOX
PDS PREMISES DISTRIBUTION SYSTEM
PROJ OVERHEAD PROJECTOR
PVC POLYVINYL CHLORIDE
REQR RELAY EQUIPMENT RACK
RG ROLLING GATE
RGSC RIGID GALVANIZED STEEL CONDUIT
SEQC SECURITY EQUIPMENT CABINET
SG SLIDING GATE
SLD SEE ONE LINE DIAGRAM
SMF SINGLE MODE FIBER
SPEC SPECIFICATION
SWBD SWITCHBOARD
TPH TWISTED PAIR HORIZONTAL
TPR TWISTED PAIR RISER
TPOP TWISTED PAIR OUTSIDE PLANT
TVBB TELEVISION SYSTEM BACKBOARD
TVDS TELEVISION DISTRIBUTION SYSTEM
TVSS TRANSIENT VOLTAGE SURGE

SUPPRESSOR
TYP TYPICAL
UC UNDER COUNTER
UG UNDERGROUND
UL UNDERWRITER'S LABORATORIES
UNO UNLESS NOTED OTHERWISE
UTP UNSHIELDED TWISTED PAIR
V VOLTS
VA VOLT AMPERES
VM VOLT METER
W WATT
WP WEATHERPROOF
+XX MOUNT "XX" ABOVE FINISHED FLOOR

MISCELLANEOUS:

SPOT ELEVATION
12'-0"

CEILING DOME TYPE CAMERA. CAMERA TYPE "A" SHOWN. SEE
CCTV CAMERA SCHEDULE SHEET W14-503 FOR DESCRIPTION.
"C1-1" DENOTES CAMERA IDENTIFICATION LABEL.

C1-1

CLOSED CIRCUIT TELEVISION SYSTEM:

CARD READER - IN WALL +46" ABOVE
FLOOR.

CARD ACCESS SYSTEM:

CARD ACCESS SYSTEM BACKBOARD, SIZE AS
SHOWN OR 2'-0" x 2'-0" x 3/4" MINIMUM AC,
PLYWOOD.  PAINT WITH 2 COATS GRAY FIRE
RETARDANT ENAMEL PAINT.

CABB

DS DOOR SWITCH,  MOUNT AT TOP OF DOOR FRAME.

DL DOOR LOCK, ELECTRIC.

CR

CR

DS DOOR SWITCH,  ROLL UP DOOR, CONTACT SURFACE
MOUNTED ON WALL, MAGNET MOUNTED ON DOOR.

R

SECURITY EQUIPMENT CABINET, FLOOR
MOUNTED.

SEQC

WALL DOME TYPE CAMERA. CAMERA TYPE "A" SHOWN. SEE
CCTV CAMERA SCHEDULE SHEET W14-503 FOR DESCRIPTION.
"C1-1" DENOTES CAMERA IDENTIFICATION LABEL.

A

INTERCOM SYSTEM:

INTERCOM STATION, SLAVE

SURGE PROTECTOR

INTERCOM TO IP CONVERTER, DIN RAIL
MOUNTEDIC -> IP

IC
S

SP

INTERCOM SYSTEM BACKBOARD, SIZE AS SHOWN
OR 2'-0" x 2'-0" x 3/4" MINIMUM AC, PLYWOOD.
PAINT WITH 2 COATS GRAY FIRE RETARDANT
ENAMEL PAINT.

ICBB

S NETWORK SWITCH, RACK MOUNTED

F > C FIBER TO COPPER MEDIA CONVERTER, RACK MOUNTED ON DIN RAIL

COPPER TO FIBER MEDIA CONVERTER, RACK MOUNTED ON DIN RAILC > F

SURGE PROTECTOR, CAMERA POWER, RACK MOUNTED ON DIN RAILSP

SURGE PROTECTOR (POE) , RACK MOUNTEDSP-16

PATCH PANEL, 24 PORT, RACK MOUNTEDUTPP-24

NETWORK VIDEO RECORDER, RACK MOUNTEDNVR

WORKSTATION, RACK MOUNTED

POWER SUPPLY, RACK MOUNTEDPS

UNINTERUPTABLE POWER SUPPLY, RACK
MOUNTED

UPS

MID SPAN, MOUNT ON BACKBOARD

WIRE MANAGER, 1 UNIT, RACK MOUNTEDWM

13.

NET

INTERCOM STATION, SLAVE, PEDESTAL
MOUNTEDIC

P

DL DOOR LOCK, ELECTRIC, ROLLING GATE MOUNTED.
RG

DS DOOR SWITCH,  ROLLING GATE, CONTACT MOUNTED ON
GATE.

RG

EXPOSED CONDUITS BELOW 8'-0" AFF IN SHOPS, TOOL CRIBS AND
FIRST FLOOR STORAGE AREAS SHALL BE RGSC.

PI MOTION DETECTOR, WALL MOUNTED.

CASC CARD ACCESS SYSTEM, SYSTEM CONTROLLER

CAC CARD ACCESS SYSTEM, ENTRY CONTROLLER

CAI CARD ACCESS SYSTEM, INPUT CONTROLLER

DS DOOR SWITCH,  SINGLE MAN GATE, CONTACT
MOUNTED ON GATE.

SG

DL DOOR LOCK, ELECTRIC, MAN GATE MOUNTED.
SG

PS POWER SUPPLY

A

C1-1

CARD READER - PEDISTAL MOUNTED.

COLOR CODE ALL UTP CABLES FOR CAMERAS ORANGE.14.

SUSPENDED LOADS SHALL NOT BE SUPPORTED FROM, OR
ATTACHED TO, THE ROOF DECK.  SUPPORT OF LOADS FROM BAR
JOISTS SHALL BE ATTACHED AT PANEL POINTS ONLY.

15.

16. PROVIDE CLEVIS HANGERS FOR ALL CONDUITS BELOW THE FIRST FLOOR
SLAB TO PREVENT CONDUITS FROM MOVING IN CASE THE GROUND
BELOW THE SLAB SETTLES AWAY FROM THE SLAB.  ANCHOR THREDDED
RODS INTO THE SLAB.
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CR

DL

DSSG

SG

DS

RG

CR P

IC

P
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CONNECTION
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P

P
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P
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IC
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SG
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3-2

3-1
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3-12

3-10
3-9

TO CMH-902

3-5

PZPW

GATE

PEDESTRIAN 

CONNECTION

FENCE GATE MOTOR 

(TYPICAL)

IN PAVEMENT

MAG LOOPS 

3-6

3-7

DS

RG

3-7

3-8

PZPW

PZPW

3-14

PZPW

3-13

PZPW
WOOD POLE

WOOD POLE

WOOD POLE

TO CMH-901

(TYPICAL)

IN PAVEMENT

MAG LOOPS 

REQUIREMENTS.
SEE E14-002 ELECTRICAL SITE PLAN FOR POWER CIRCUIT 

ALL CONDUITS TO DEVICES FROM CMH-902 SHALL BE 2" RGSC EACH.

FOR SECURITY.
SEE SC-022, SITE COMMUNICATIONS CABLING PLAN FOR CONDUITS USED 

FOR SECURITY (CARD ACCESS, CCTV AND INTERCOM CABLES ONLY).
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EXISTING SECURITY
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EXISTING MANHOLE
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EXISTING WORK

NEW WORK
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STORAGE AREA SITE
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C

D
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F
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PLUMBING/
TINSMITH SHOP

132

STRUCTURES
MATERIALS STOR

128A

CARPENTRY
SHOP

128

ELEC

135

FIRE PROTECTION

136

VEST

131

STRUCTURES
TOOL CRIBS

130

VEST

121

SUBSTATION
STORAGE

126

SUBSTATION
TOOL CRIB

126A

STRUCTURES
EQUIP STORAGE

129

CATENARY TOOL
CRIB

127A

CATENARY
STORAGE

127

ELECTRICIANS
TOOL CRIB

125A

ELECTRICIANS
STORAGE

125

CTDOT STOR

137

WOMEN'S

124

MEN'S

122

STAIR

134

JAN

123

PLUMBING / TIN
TOOL CRIB

133

EMER ELEC

135A

TIME CLOCK CAMERAS BY
MNR, SHOWN FOR
REFERENCE ONLY, SEE
C14 SERIES DRAWINGS
FOR REQUIREMENTS

R

R

R

MATCHLINE TO W14-102

S

S

S2.5

A

ROOF HATCH

FWW

FWW

7'-4"

7'-4"

MATCHLINE TO W14-102

FC

FC

C1-1

C1-2

C1-3

C1-6
CORR

117

LOADING DOCK

138
CORR

101

CORR

132A
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CCTV MAINTAINER
SHOP

119

SIGNAL SHOP AND
STORAGE

108

RADIO VEHICLE
BAY

107

RADIO
MAINTAINER

SHOP

105

COMM/ IT

113

COMM
MAINTAINER

SHOP

110

VEST

121

IT SHOP/
STORAGE

109

TRACK EQUIP
STORAGE

112

TRACK TOOL CRIB

112A

VEST

102

CORR

101

ELEC

111

STOR/ RCYL

103A

STAIR

118

SECURITY EQUIPT

114

ELEV MACHINE

115

ENTRY VEST

100

RADIO STORAGE

106

ELEV

116

JAN

123

CCTV TOOL CRIB

120

TIME CLOCK CAMERAS
BY MNR SHOWN FOR
REFERENCE ONLY, SEE
C14 SERIES DRAWINGS
FOR REQUIREMENTS

R

R

R

R

R

R

W14-401

1

S

S

S

S

2.5

K

ROOF HATCH

FWW

FWW

FWW

FWW

FC

7'-4"

7'-4"

7'-4"

FW

MATCHLINE TO W14-101 MATCHLINE TO W14-101

TIME CLOCK CAMERAS BY MNR,
SHOWN FOR REFERENCE ONLY,
SEE C14 SERIES DRAWINGS FOR
REQUIREMENTS

ROUTE SECURITY CABLES
THROUGH STORE FRONT TUBING

(TYPICAL)

FC

FC

FC

FS
STEM MOUNTED FLUSH WITH
LIGHT FIXTURES

C1-3

C1-4

C1-5

C1-6

C1-8

C1-8

C1-9
C1-10

C1-11.

LOCK BOX, PROVIDE
CARD ACCESS
ALARM INPUT FOR
TAMPER SWITCH

C1-7

CORR

103

COMPRESS/
DRYER

104

LOADING DOCK

138

CORR

117
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F
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VEND/ KITCHEN

219

JAN

217

CATENARY SUPER

241 POWER MANAGER

242

STRUCTURES
FOREMEN

228

STRUCTURES
CREW

226

ASST DIR
STATIONS
FACILTIES

229

STRUCTURES
LOCKERS

223

ELECTRICIANS
SUPER

237

SUBSTATION
SUPER

239

CATENARY CREW

240

CORR

215

TRAINING

222

CONFERENCE

213

COPY

214

ASST DIR STRUCT
ROW

224

STAIR

234

CATENARY
LOCKERS

231

SUBSTATION
CREW

238

SUBSTATION
LOCKERS

232

ELECTRICIANS
CREW

236

ELECTRICIANS
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ROOF HATCH
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PZGW
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C2-3

C2-4
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FGW
C2-21
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PZGWC2-22.
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C2-23.

CORR
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CORR

225
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F

G

H

J
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TRACK CREW

202

TRACK SUPER

204
RADIO CREW

209

RADIO LOCKERS

210

STAIR

218

SIGNAL CREW

206

CONFERENCE

213

COPY

214

RADIO/CCTV
SUPER

211

TRACK ASST
DIRECTOR

205

SIGNAL
MANAGER/SUPER

SUITE

208

ELEV

216

TRACK LOCKERS

203

SIGNAL LOCKERS
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TRAINING OFFICE
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WOMEN
TLT/SHWR

220
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K

PZGW

PZGW

PZGW

PZGW

PZGW

PZGW

PZGW

PZGW

FW

MATCHLINE TO W14-103 MATCHLINE TO W14-103

C2-12
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C2-15

C2-16

FGW
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TGB (FOR
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ICBB
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C>F

S NET

1

48

SP SP

F>C

2S,SMF,OFOP

C>F

SP SP

F>C

2S,SMF,OFOP

WEATHERPROOF ENCLOSURE, 12"X12"X6"

FOR SITE
LOCATED
CAMERAS 4PR,UTP,UTH

3/4"C

FOR EXTERIOR
BUILDING
MOUNTED
CAMERAS

4PR,UTP,UTH
3/4"C

4PR,UTP,UTH
3/4"C

4PR,UTP,UTH
3/4"C

FOR INTERIOR ONLY
CAMERAS

NVR

NETWORK

SP-16

UPS
120V, 3.0KVA

10MIN

SEQC, RM. 114

POWERS ALL EQUIPMENT IN SEQC

FW

FC

24VDC

24VDC

PS
(24VDC)

24VDC CAMERA POWER, 1
CHANNEL PER SITE
CAMERA

FOCP

LOCATED IN
NETWORK RACKS, RM.
113

2S,SMF,JUMPER

WORKSTATION

TO INTERCOM
TO IP CONVERTERS

TO CARD
ACCESS SYSTEM

UTPP-
24

FW

PZGW

FDPW

PZPW

24VDC

2#10 AWG
(24VDC)

2#10 AWG
(24VDC)

24VDC

24VDC

SEE SITE PLAN
FOR CONDUIT
REQUIREMENTS

SEE SITE PLAN FOR
CONDUIT
REQUIREMENTS

48

1

S NET

NETWORK
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WM

UTPP-48

0

10

20

30

40

MIDSPANS

SP-16

SP-16

F-C

WORKSTATION

1C->1P

UPS

UTPP-48

SP(CAMERA)

SP(CAMERA)

SPACE

SPACE

NVR

S NET

S NET

WM

CLOSED CIRCUIT TELEVISION CAMERA SCHEDULE

MARK
CAMERA

TYPE IMAGER
FOCAL
LENGTH

ENCLOSURE

TYPE POSTION MOUNTING HEIGHT

FC

FWW

PZGW

COLOR 1/4" INT

EXT

FIXED

PTZ

CEILING3.3mm-
12mm

WALL AS NOTEDCOLOR

COLOR

1/4"

1/4"

3.3mm-
12mm

3.3mm-
119mm

EXT

FIXED

CEILING

PARAPET 2'-6"  AFR

ABBREVATIONS

PTZ - PAN, TILT, ZOOM

INT - INTERIOR

EXT - EXTERIOR

FW COLOR 1/4" INT FIXED WALL3.3mm-
12mm

6'-6" AFF

FPDW COLOR 1/4" EXT FIXED PEDISTAL3.3mm-
12mm

SEE DETAIL
W14-504/1

FS FIXEDCOLOR 1/4" STEM AS NOTED3.3mm-
12mm

INT

PZPW PTZCOLOR 1/4"

3.3mm-
119mm

EXT POLE 12'-0"  AFG

AFG - ABOVE FINISHED GRADE

AFF - ABOVE FINISHED FLOOR

POLE 8'-0"  AFG

AFR - ABOVE FINISHED ROOF

FPW COLOR 1/4" EXT FIXED

3.3mm-
12mm

FGW FIXEDCOLOR 1/4" 3.3mm-
119mm

EXT PARAPET 2'-6"  AFR

WOOD POLE

CAMERA
+ MOUNT

15' ABV GRADE

14' ABV GRADE

12"x12"x4" ENCLOSURE FOR
MEDIA CONVERTER (1 PER
CAMERA TYPICAL)

12' ABV GRADE

13' ABV
GRADE

2" C

FINISHED GRADE

MAN GATE CAMERA
(SINGLE POLE LOCATION
AT MAIN GATE ONLY)

CAMERA
+ MOUNT

ROOF

SECURELY FASTEN
BRACKET TO WALL

PARAPET WALL
(MOUNTING SURFACE)

1/4 - 20 x 5/16 PAN
HEAD SCREW

STAINLESS STEEL

2-1/2" O.D.

HOLE TAPPED FOR 1/4 - 20 THREADED
EYE BOLT (FOR GUY WIRES)

1-1/2 NPT BASIS OF DESIGN:
AIGIS MECHTRONIC INC.
MT9230 PARAPHET MOUNT
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ELEV. AND CAMERA SCHEDULE
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SEQC-114  ELEVATIONS

NOT TO SCALE
2

CLOSED CIRCUIT TELEVISION CAMERA SCHEDULE

NOT TO SCALE

NOT TO SCALE
3

CCTV POLE DETAIL

NOT TO SCALE
4

DETAIL CAMERA MARK FGW & PZGW MOUNTING

13.11

HEERY INTERNATIONAL, INC. 
ATLANTA, GA



CR DS PI

DS

DL

DS

DS

R

CABB

PS

CAC
CR

PS

CAC

PROVIDE QTY OF ENTRY AS REQUIRED
FOR NUMBER OF DEVICES SHOWN ON
PLANS

4PR,UTP,JUMPER

SP

SPGATE

SP

PROVIDE FOR CARD READER
COMMUNICATIONS CIRCUIT AND GATE
CONTROLLER

TYPICAL GATE

TYPICAL DOOR WITH
CARD READER

ROLL UP DOOR

MAN DOOR

ROOM
114

SEQC
114

CAI

CAI

CASC

SEQR

SEE 1/W14-501
FOR FIBER TYPE

MOW BUILDING & SITE

TYPICAL ALL
ALARM SWITCHES

TO FIRE ALARM SYSTEM
CONTROL MODULE FOR
DOOR RELEASE

GATE LOCK

CONNECT TO SEPARATE INPUT ON CAC.

DSLOCK BOX
TAMPER SWITCH

PROVIDE QTY OF ENTRY AS
REQUIRED FOR NUMBER OF
DEVICES SHOWN ON PLANS

TAMPER SWITCHES,
MAXIMUM 10
SWITCHES PER ZONE.

GUARD BOOTH, SEE
SC-010 FOR LOCATION

NETWORK CONNECTION THROUGH
CCO BUILDING. SEE SC-022 FOR
FIBER CABLING.

1ST FL.

EXISTING MASTER
STATION (TYP.)
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16"

16"

LOCK

CAMERA  AS SHOWN ON PLANS

CARD READER

INTERCOM STATION

PEDESTAL HOUSING ELEVATION (2 REQUIRED)

PEDESTAL HOUSING

PEDESTAL HOUSING

DUAL HEIGHT PEDESTAL

72"

42"

SECURELY FASTEN TO
CONCRETE PAD, PROVIDE
COVER PLATE FOR BOLTS

PROVIDE FACTORY CUTOUTS
FOR ALL DEVICES

INSTALL SURGE PROTECTORS AND
MIDSPAN IN PEDESTAL HOUSING

DS

DL CR

DOOR EXTERIORDOOR INTERIOR

CONCEAL IN DOOR FRAME

BASIC OPERATIONAL SEQUENCE:
- AUTHORIZED CARD RETRACTS DOOR STRIKE, SHUNTS ALARM.
- MOTION SENSOR (PI) SHUNTS ALARM IN SOFTWARE.
- UNAUTHERIZED EXIT SOUNDS ALARM AT GUARD BOOTH WORKSTATION.
- FIRE ALARM UNLOCKS DOOR, DOOR SWITCH ALARMS REMAIN ACTIVE.
-SEE SPECIFICATIONS FOR ADDITIONAL REQUIREMENTS

PI

DS

CR

DL

DOOR EXTERIORDOOR INTERIOR

CONCEAL IN DOOR FRAME

BASIC OPERATIONAL SEQUENCE:
- AUTHORIZED CARD RETRACTS DOOR STRIKE, SHUNTS ALARM.
- MOTION SENSOR (PI) SHUNTS ALARM IN SOFTWARE.
- UNAUTHERIZED EXIT SOUNDS ALARM AT GUARD BOOTH WORKSTATION.
- FIRE ALARM UNLOCKS DOOR, DOOR SWITCH ALARMS REMAIN ACTIVE.
-SEE SPECIFICATIONS FOR ADDITIONAL REQUIREMENTS

PI

DS
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IC

S

ICBB

IC -> IP

IC

SP

SP

TYPICAL BUILDING
INTERCOM

RM114

S

WP

TYPICAL GATE

IC -> IP

3#18  SHLD - 3/4"C

3#18 SHLD (DIRECT  BURIED RATED),  SEE SITE
PLAN FOR CONDUIT REQUIREMENTS

SEQC-114

2

1

1

2 GUARD BOOTH, SEE
SC-010 FOR LOCATION

EXISTING MASTER
STATION (TYP.)

NETWORK CONNECTION THROUGH CCO
BUILDING. SEE SC-022 FOR FIBER CABLING.

CCO, SEE SC-010 FOR
LOCATION
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EXISTING SECURITY
ENCLOSURE

FOCP

F>C

NEW ENCLOSURE,
COMMUNICATIONS
CABINET "A"

TRANSITION NETWORKS
SISTFIOIX-211-LRT

RACK POWER SUPPLY,
PROVIDE MIDSPAN FOR
EACH CAMERA

SEE W14-003 FOR LOCATIONS

PZPW

15' ABV GRADE

WOOD POLE

2 - 4PR, UTP, TPOP-1
2"C RGSCEXISTING 12S,

SMF, OSP

EXISTING
CMH-215

4 - 4"C (EXISTING)

12S, SMF, OFR

SPARE

1

2

SPARE3

SPARE4

GRADE

PS

PZPW

CCO BUILDING

ROOM 278

ROOM 160

NVR

C>F

FOCP

EXISTING SPLICE BUILDING

FOCP FOCP

EX CMH CMH

NEW WORK

EXISTING WORK

LINE LEGEND:
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	c_xsv01_lsp2, GLS-CIV-SITE-20.dgn
	GLS-SITECOM-20 cmh.dgn
	sec, HEERY-SSC-SECURITY-20.dgn
	sec_lsp1, HEERY-SSC-SECURITY-20.dgn



	W14-003 - STORAGE AREA SECURITY SITE PLAN
	W14-003 - STORAGE AREA SECURITY SITE PLAN
	References
	w_nsp01-1317600-ATL.dgn, Default
	g_ab01, gg_1317600.dgn
	c_xsv01, GLS-CIV-SITE-20.dgn
	W14-002 - FACILITIES SECURITY SITE PLAN.dgn, Default
	HEERY-SSC-SECURITY-20.dgn
	GLS-CIV-SITE-20.dgn
	GLS-SITECOM-20 cmh.dgn
	AIE-UTL-POWER-20.dgn
	c_xsv01_ill, VNE-ILL-LIGHT-20.dgn



	W14-101 - FACILITIES SECURITY FIRST FLOOR PLAN - AREA A
	W14-102 - FACILITIES SECURITY FIRST FLOOR PLAN - AREA B
	W14-103 - FACILITIES SECURITY SECOND FLOOR - AREA A
	W14-104 - FACILITIES SECURITY SECOND FLOOR - AREA B
	W14-401 - FACILITIES SECURITY LARGE SCALE PLAN
	W14-501 - FACILITIES SECURITY CCTV ONE LINE DIAGRAMS
	W14-502 - FACILITIES SECURITY SEQC ELEV- AND CAMERA SCHEDULE
	W14-503 - FACILITIES SECURITY CARD ACCESS ONE LINE DIAGRAMS
	W14-504 - FACILITY SECURITY CARD ACCESS DETAILS
	W14-505 - FACILITIES SECURITY INTERCOM SYSTEM ONE LINE
	W14-506 - FACILITIES SECURITY STORAGE AREA ONE LINE




* Discipline subset includes the General subset and all other discipline subsets.  The 02-Revisions does not need 
a checklist attached.  The standard subsets already have a checklist attached to the index sheets. 


– For Internal CTDOT Use Only Discipline Subset Submittal Checklist  


The following check list shall be checked and attached to each discipline subset * 


prior to being digitally signed. 
 


Check Task Section in DPD 


Manual 


 1. Attach this checklist to the discipline subset. Section 3.1 


 2. Ensure the plans conform to Section 1.4, step 1 of    
the Digital Project Development Manual. 


Section 1.4 


 3. Complete the following tasks using Bluebeam on 


the discipline subset? 


 


 a. Apply Page Labels Section 1.6.2 


 b. Apply Sheet Numbers Section 1.6.2 


 c.  Apply Watermark Section 2.4 


 d. Flatten Markups Section 2.4 


 e. Digital Signature Field Section 2.5.1 


       4. Type name and telephone number below.  
 5.  Upload, if not in Projectwise already, the 


discipline subset into the 100_Contract_Plans 
folder in Projectwise and attribute the document 


correctly? 


Section 3.2.4 


 a. Discipline = CT 


 b. Main Category = CON 


 c.  Sub Category = FDP, DCD, DCD2, 


ADP, ACD, DCO where applicable 
 d. Label = subset number and name. 


   Example of highways subset 
would be 03-Highways. 


   The label for a subset shall be the 


same for both FDP and 
DCD submittals. 


   Addendum submittals shall match 
FDP submittals with the addition 
of “_A#”. 


   Change Order Submittals shall 
match FDP submittals with 
the 
addition of “_C#”.  e. Description field is filled in with 


a description of the subset. 
 f. The applicable bridge no.(s) or signal 


intersection(s) were selected that is/are 
associated with this subset. 


 6. Notify Principal Engineer/Engineer of Record so 
they can apply their Digital Signature 


 


 7. Apply the QA/QC stamp after the discipline 
subset has been digitally signed. 


Section 3.1 


I have performed and checked that all the tasks above were performed correctly. 
 


                    
 


                   Submitted By (Type in Name)                     Phone Number (Type in Phone Number) 



http://www.ct.gov/dot/lib/dot/documents/aec/Digital_Project_Development.pdf#page%3D55

http://www.ct.gov/dot/lib/dot/documents/aec/digital_project_development.pdf#page=8

http://www.ct.gov/dot/lib/dot/documents/aec/Digital_Project_Development.pdf#page%3D12

http://www.ct.gov/dot/lib/dot/documents/aec/Digital_Project_Development.pdf#page%3D12

http://www.ct.gov/dot/lib/dot/documents/aec/Digital_Project_Development.pdf#page%3D40

http://www.ct.gov/dot/lib/dot/documents/aec/Digital_Project_Development.pdf#page%3D41

http://www.ct.gov/dot/lib/dot/documents/aec/Digital_Project_Development.pdf#page%3D44

http://www.ct.gov/dot/lib/dot/documents/aec/Digital_Project_Development.pdf#page%3D61

http://www.ct.gov/dot/lib/dot/documents/aec/Digital_Project_Development.pdf#page%3D56
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